
Air Valve - Automatic
NTS

Standard Specification and Detail for:

GMD:

Drawn by:

Approved by:

Scale:

County: Athens-Clarke State: Georgia Date:NA

Voice: 706-613-3490

The Unified Government of Athens-Clarke County
Department of Public Utilities

124 E Hancock Ave
Athens, Georgia 30601Fax: 706-613-3198

AutoCAD SHX Text
MANHOLE FRAME & COVER CAST IN TOP OF SLAB

AutoCAD SHX Text
AIR VALVE

AutoCAD SHX Text
6" G.V. (HANDWHEEL OPERATED)

AutoCAD SHX Text
TAPPING SADDLE, TEE OR WELDED OUTLET W/ FLANGED OUTLET.

AutoCAD SHX Text
PRECAST MANHOLE SECTIONS

AutoCAD SHX Text
FILL 2/3 PIPE DIA.  W/ CRUSHED STONE

AutoCAD SHX Text
MANHOLE STEPS @ 14" O.C.

AutoCAD SHX Text
FLUSH IN PAVEMENT AREAS

AutoCAD SHX Text
CONCRETE FOOTINGS

AutoCAD SHX Text
2'-0"

AutoCAD SHX Text
10"

AutoCAD SHX Text
1'-0"

AutoCAD SHX Text
NOTE:  SEAL MANHOLE OPENINGS W/ BRICK AND MORTAR

AutoCAD SHX Text
2'-0"

AutoCAD SHX Text
5'-0"

AutoCAD SHX Text
0'-6"

AutoCAD SHX Text
W-4

AutoCAD SHX Text
Air Valve - Automatic

AutoCAD SHX Text
August, 2019

AutoCAD SHX Text
W-4 AIR VALVE-AUTOMATIC.dwg

AutoCAD SHX Text
KFM

AutoCAD SHX Text
GJ

AutoCAD SHX Text
AS-SHOWN


	Sheets and Views
	Layout1


