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ON-SITE SEWAGE MANAGEMENT SYSTEM INSPECTION REPORT 
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Date:' · May 8, 2018 
Name: Marina Moore 
Phone: 706-338-6763 

A I Mt:l"\1:::> t-'KUrt:::>::>lVNAL :Jt:t-' Ill. ... <Sl UKAll'l :Jt:K V ll.t:, !I'll.. 

45 Poplar Lane Colbert, GA 30628 
706-207-3739 

Job Address: 115 Joe carey Road Winterville, GA 30683 . 

An inspection of the septic system was perfonned at the above job address by Athens Professional Septic & Drain Service, Inc. Section A is a description of the septic 
:;ys>..em before repairs, if any, were made. Tne findings are checked. Section B is a description of repairs made. Repairs made are checked. Section C is for 
·ecommendations given. Recommendations given are checked. Section D is a description of the cost of work completed. 
SECTION A 
1. Condition of ground above system:_ X_ No signs of sewage __ Standing water __ Standing sewage __ Depressions __ Other_._ 
2. Depth of tank: _X_0-1 ft . __ 1- 1.5 ft 1.5-3 ft 3-4ft. __ 4ft. __ >5 ft. 
3. Condition of lids: _ X_ No visible cracks or damage · __ Cracks in lid _Lid damaged __ Other ___ _ 
4. Type of lid: __ Sectional _X_2-door __ 3-door __ Other __ _ 
5. Thickness of sludge (bottom layer of solids): __ 0 ft. _X_l-2 ft __ 2-3ft _>3ft. 
6. Thickness of scum (top layer of solids): _·_._0 ft. _X_1-2 ft. __ 2-3ft. __ >3ft 
7. Condition of front tee: _X_ Good condition __ Needs repair _. _Needs replacement __ None present 
8. Grease build-up or roots in the front tee: __ None _X_ Grease _·_Roots __ Other · 

J' 

9. Condition of back tee: _X_ Good condition __ Needs replacement · 
10. Condition of drain field: _ X_Accepts effluent _from tank without difficulty. __ Slowly accepting effluent from tank. 

__ Not accepting effluent from tank. _ Effluent flowing back into tank from drain field. 
__ Effluent standing on ground above septic system. 

__ Other.. ____________ ~--------------------------~-----------~~-------------
11. Condition of sides and bottom of tank: __ Not observed __ No cracks or damage _X_ Cracks __ Damage _Other ____ _ 
12. Filter present: ·_X_ Yes __ No Filter Causing Back Up: __ Yes ___ No 
13. Condition of outlet line: _X_ No observation needed __ Needs replacement · 
14. Condition of distribution box: _X_ No observation needed __ Needs jetting __ Needs pumping and cleaning _Other ____ _ 
15. Size of tank in gallons: __ 500 __ 650 __ 750 _X_lOOO __ 1500 __ 2000 __ Other ____ _ 
16. Additional tank: __ yes, see additional description _X_ no ~ 
17. Condition of main sewage line from house to tank: _X_No evidence of obstruction 

__ Root blockage- needs clearing 
__ Grease blockage- needs clearing 
__ Needs replacement 

18. Oeanout present: _Yes __ X_ No 19. Number of hoses _5_ 

20.Comments: ____ ~----------------------------------------------------------------------------------
;EcnoN s 
1. Repair to lids: __ Ud replaced __ Ud repaired with concrete 
l. Repair to front tee: __ Tee replaced __ Tee cleaned of roots _X_Tee cleaned of grease __ Other _____ _ 
3. Repair to back tee: __ Tee replaced __ Tee cleaned of roots __ Tee cleaned of grease Other. ____ _ 
t Repair to drain field: __ Jetted drain field __ Pumped solids out of drain field __ Pulled roots out of drain field __ Other ____ _ 
5. Repair to tank: __ Filled in cracks with concrete __ · Other ____ _ 
5. Riter: __ Oeaned No filter _X_other __ Customer cleaned filter before we arrived. ____ _ 
7. Repair to outlet line: __ Outlet line replaced __ Other ____ _ 
3. Repair to distribution box: __ Jetted d-box __ Cleaned roots out of d-box __ Pumped out d-box __ Other _______ _ 
~. Repair to main line: __ Unstopped with sewer machine __ Unstopped with jetter · __ Replaced main line __ Other ______ _ 
10. Septic tank pumped: _x__ Yes __ No · 11. Additional gallons: __ Yes _y._ No 

lZ.Comments: ___________ ~--------------------------------------
SEcnON C 
1. __ Drain field needs repair or replacement. Contact: 2. __ Main line needs to be replaced. 
3. _ Pumping out the septic tank may atlow the drain field to d,Y out and then accept effluent from the tank. If the drain field still does not accept 
::ffiuent from the tank, then we recommend drain field repair. Contact:--------,.-----~----~----~~--~~=--=-:---
4. _?_Recommend diverting gutters away from drain field. 5. _?_Recommend adding dirt and grading ground above drain field. 
5. _ X_Leak In Home, Recommend Getting Repaired 7. __ Other: _________ · _________ _ 

fechnidan's Signature: ____ ........., ____________ Customer's Signature: __________________ __ 
3EcnON D 

Description Quantity Price Amount 

Septic Tank Pumped Septic Tank Inspection Only 1000 Gallon 4DO.OO 400 00 

Additional Gallons Dosing Tank Inspection 
Auger. 50 Machine 100 Machine 300 Machine Jetter 
Pump Truck Clean Filter 
Outlet Line Replaced Distnlmtion Box Repair 
Sectional Lid Locater Bacteria Additive De greaser i\ 
Front Tee Replaced Back Tee Replaced Sewer Popper Added (\ ' (!'). . ../ 
Lid Replacement Ri~ Installed \/N. 
Main Line Replaced Depth Greater Than 18" "'\Y "\.) 
Irri~tion Line Over Top Water Line OverTop Electrical Line Over Top "' ~\ ,, 
Telephone Line Over Top Cable Line Over Top Discount v .• ,(\ \_1 
Charge for Excessive Wioes \ l ' 

cma..A.J 0 TOTAL 400.00 
U ..,_LC. C< 

Thank you for your busmess_ Payment due upon rece1pl L5% Morrllily fin:mc~ charge will be added to all past due accounls. FORMA-l 


